ATTACHMENT

BOILER INSPECTION REPORTS
AF1222

FORT GORDON VISIT NO. 1
OCTOBER 22-23, 2003

November 24, 2003



BOILER OR PRESSURE VESSEL 1. TYPE OF INSPECTION

INSPECTION REPORT Internal and External OBsa [OOva
InternalExtsrnal with Hydrostatic Test {same day) Oee [QOvse
External Under Operation “j&ac Ove

HSBCT CONTRACT NUMBER External Under Hydrostatic Test gso [OQvo

Expanslon/Receiver Tank or Internal with UT (OBE [Qve

2 INSTALLATION 25, C 3. STATE 4. ZIP CODE 5. PLANT QR 8LDG.

Ford Gordm ot Gr | 3 256
6. DATE OF INSPECTION 7. DATE OF LAST INSPEGTION 8, DELMWERY ORDER NO. 9. CONTRACT NO.
2-Z @./é?éé‘ﬂ Foos, ow bl

10. OBJECT 11. PLANT

E Fira Tube D Cast Iron I:l Watar Tube D Expansion Tank D Pressure Vassal |:| Manned m Unmanned

11A, PRESSURE PRE\-’[OUS INSPECTICN 11B. PRESSURE THIS INSPECTION 12A. YEAR BUILT 12B. YEAR INSTALLED

ﬁ’ﬂij’ =12 Se oo oo
13A. PR[THARY FUEL (Boifer) ¥ 138. SECONDARY FUEL {Baler 14, DESIGN WORKING PRESSURE OR TEMPERATURE
» T -
Mt Gas 2 o1/ 30 e 250°F
13. MANUFACTURER 18. MANUFACTURER'S RATING MBTUABS./HR 17. NATIONAL BOARD NUMBER 18. USAF NUMBER
S :/g ¢RIDi~ 5 350 5Ch /510 # 1
19. US|

D Power D Steam Heatlng D Process D Storage &HTHW Heating

20. METHOD OF FIRING (Boflers)

Ayﬁ? burner

2f. SAFETY/RELIEF VALVES SETTING

3O

22. EXPLAIN IF PRESSURE CHANGED

E’Heat Exchange [ ] Other (Specify)

Yes

@No

23. PRESSURE GAGE TESTED

24. PURPQSE OF HYDROSTATIC TEST
Neow L__] Retest D Repalr

25. LAST HYDROSTATIC TEST
Date: - PSi:

28. HYDROSTATIC TEST

DYGS JzNo Date:

PSI:

STATEMENT OF BASE CIVIL ENGINEER

27. REPAIRS MADE SINCE LAST INSPECTION
None [ ] Other {Specify) /}’&y 5/@

INTERNAL INSPECTION .
28. CESCRIBE INSPECTION FULLY {Stale location of any damage or deposits, i.e., seale, greass, off, elc.. any comrosion, pitting, groaving, cracking or famination; any

avidance of overfiaaling, broken or joosa {tems, eiz) //y y/éwﬁoly ) kﬂ / oo ago/najww Z—a’mpm éﬂ” d'__‘/-
ﬁa-(‘mf'ennqd( spechion dve &t ol bamg vnder torreinlee .

EXTERNAL INSPECTION
29. CONDITION OF BOILERS, VESSELS AND PLANT {Describa fufly and stata Jocation of any corrosion, leakages, evidance of averheating, soot or ather destructive

accumuatins, or sty or ASMENS violations, efc) A Sgcc'mgézgz/ Awep ) pofalef, -Z’/mm-/ Lewee //y_s)%r’/z{z/ el
3I~4" hadows ool Lo Lolor M% A

SETTINGS, LININGS, SUPPORTS AND BAFFLES !

ﬁ//;‘/ﬂ‘/ﬁ/éj/'

30.

INSPECTION OF SAFETY DEVICE

3% SAFETYREUEF | 328128 /& /77 33. TOTAL CAPACITY  2.Gpf) po g 34. CONDITION AND HOW TESTED
VALVES Numbsr:  / CFM!: BTU/HR: LB/HR: ) = Mo fosf
35. PRESSU 38, CORRECTION TAKEN (if none give reason) :
ESSURE &2
GAGES Gs Cote. 1y
7. OTHER 38. CONDITIQN
APPLIANCES M, /,:@/ggy
29. iEgULATORS 44. coISNZ?oN ;
CONTROLS J /‘5//16/9” ‘

41. ASME CODES

Does plant comply with code, walding, materials, configuration, etc? _m Yas D No (Explain)
AF1222 REV 2102




INSPECTOR STATEMENT

42, _V'VAS BOILER OR VESSEL PREPARED FOR THOROUGH EXAMINATION (if NO, sfate what was rol and why In Remarks and Recommendations of inspector.)
Yes No

43. WAS BOILER OR VESSEL ENTERED FOR THE INSPECTION (Iif NO, state whal was nof and why in Remarks and Recommendations of inspecior, )

DYas E No

REMARKS AND RECOMMENDATIONS OF THE INSPECTOR
44. LIST ALL DEFICIENCIES TO BE CORRECTED QR REPAIRED {Use a continuation sheet if necessary.)

@) BQ\QMMG@W‘E&W\ _

@ RQC?UW‘E-S o w%bw lucté-«"./ﬂbwsz‘f
@ PVN)W\CVWJ] hweo stulll 2-9" Geloo Low walor Lovd ok onmdicalod?
{;«5- MMW@(—“

45. *njett PRINTNA%OF INSPECTOR
ra
oho _,J\ eGLIG LT '
452@1:% 0|=< PECTOR 45B, DATE OF SISNATURE 45C. INSPECTOR'S NATIONAL BOARD NO.

ol 148 Ot @3 8107

4ﬁamr NAME AND TTLE/OF REPRESENTATIVE ACCOMPANYING INSPECTOR

Jach MHsyve £ foo rosg AN

48A_ SIGNATURE e

) 48B8. DATE OF SIGNATURE 46C. REPRESENTATIVE'S TELEPHOMNE NUMBER
. - 7.
e ﬁ __%lé-'ﬁé-/ : Jr—F 4 -3 .

ACTION TAKEN ON RECOMMENDATIONS

A7. DATE AND ACTION TAKEN OR TO BE TAKEN

48. TYPE CR PRINT NAME, TITLE AND GRADE QF OFFICER IN CHARGE

49. SIGNATURE OF OFFICER IN CHARGE 50. DATE OF SIGNATURE

AF1222 REV 2102

. NB 157/0]



BOILER OR PRESSURE VESSEL 1. TYPE OF INSPECTION .
INSPECTION REPORT Internal and External Wea [Jva
Intarnal/External with Hydrostatic Test (sams day) Oss QOQve
Extemal Under Cperatian OBsc [Ive
HSBCT CONTRACT NUMBER Extarnal Under Hydrostatic Test Osp [Jvo
Expansion/Raceiver Tank or Internal with UT CIBE [JvE
2. INSTALLATION 2A CITy 3. STATE 4. ZIP CODE 5. PLANT 2R BLDG.
FT Gopdon. Ao vsta . GAa 30905 | 3o Hesp
6, DATE OF INSPECTION 7. DAYE OF LAST INSPERTION 0. DELIVERY ORDER NO. 9, CONTRACT NQ, -
3% Dt 9003 §-35-c%
10, OBJECT 11. PLANT
Fire Tube D Cast Iron |:[ Water Tube [:I Expanslion Tank D Pressure Vessel D Manned D Unmanned
11A. PRESSURE PREVIOUS INSPECTION i18. PRESSURE THIS INSPECTION 12A. YEAR BUILT 12B. YEAR INSTALLED
150 //0 997 1997
13A. PRIMARY FUEL (Boifer) 13B, SECONDARY FUEL {Baler) 14. DESIGN WORKING PRESSURE OR TEMPERATURE
#
Mad Gas z o /5o
15, MANUFACTURER 16, MANUFACTURER'S RATING MBTUABS. /HR 17. NATIONAL BOARD NUMBER 18. USAF NUMBER
Cloaper Brooks 13800 fhs/hn 5683 *r 8/
15, USE
[] rower Im Steam Heating |:| Process [_] Storage [ ] HTHW Heating I___l Heat Exchange El Other (Specify)
20. METHOD OF FIRING {Boifers) 21. SAFETY/RELIEF VALVES SETTING 22. EXPLAIN IF PRESSURE CHANGED 23. PRESSURE GAGE TESTED
Ute !G?U 19 Yes m No
24. PURPOSE OF HYDROSTATIC TEST 25, LAST HYDROSTATIC TEST 28. HYDROSTATIC TEST
[IMew [JRetest [ ] Repair Dats: PSI: Yes No Date: PSI:

STATEMENT OF BASE CIVIL ENGINEER

27. REPAIRS MADE SINCE LAST INSPECTION i- " -tu‘,\
[ None [ other (Specity) WKevttag Uomblonome e

INTERNAL INSPECTION
ny damage or deposifs, i.e., scale, grease, off, ale.: any cags.-’nn, gitling. grooving, cracking or lamination; an

it boldup of Beobe dipondls, 5p elher ivemed | fpons

28, DESCRIBE INSPECTION FULLY (State Iocation of a
evidence of averhsaling, broken or ioosa itams, elc.) <

Notsd

EXTERNAL INSPECTION
and stale location of any cormosion, leakages, evidence of averheating, soot or other destruclive

borresson., baé'df&) ovev ¢ ov-bwnning moled on Catums

23, CONDITION OF B0ILERS, VESSELS AND PLANT (Describe tufly
accumutations, or safely or ASMENG vioialfons, eic.) [

" Plowd well memleumed)

30, SETTINGS, LININGS, SUPPORTS AND BAFFLES

Appeor Sadisfaclony

INSPECTION OF SAFETY DEVICE

31. SAFETY/RELIEF | 92.81ZE 1" & 5% 33. TOTAL CAPACITY 34, CONDITION AND HOW TESTED

VALVES Numberr 9 CFM: BTU/HR: LeMR: /740 | Ao/
35. PRESSURE 3&. CORRECTION TAKEN (it none give reason)

GAGES Uene - Awwi‘n&mM
3. OTHER 38. CONDITION v ~

= ~

APPLIANCES e~ Dol dgecfto:rm\
19. REGULATORS | 40, conDmON v -

2o K fo

CONTROLS P age-r @L&m Ly .
1. ASME CODES \ b

Does plant comply with code, welding,

malerials, configuration, etc?ﬂjes D No rExp!a.f'ﬁJ
F1222 REV 2/02 :




INSPECTOR STATEMENT
42_ WAS BOILER OR VESSEL PREPARED FOR THORQUGH EXAMINATION (if NO, stale what was nat and why in Remarks and Recommendatfons of Inspeciar.)

m‘ras D No

43. WAS BOILER OR VESSEL ENTERED FOR THE INSPECTION (if NO, state what was not and why in Remarks and Recommendations of inspector,)

m‘{es |:] No

REMARKS AND RECOMMENDATIONS OF THE INSPECTOR
44 LIST ALL DEFICIENCIES TQ BE CORRECTED QR REPAIRED {Use a conlinualion shael if necessary.)

() Wecommvound edoce wcloh oj~ contlex-chomastag. chve % Mémcy_ﬁa/-ea/{wnggrm Aot pdell
velumming Cotlamurnalid L&Iérr} @MM G#kaﬂmﬂgo &b rReeabzny .

@ ﬂd(jgmf betbone, Moo and Auwfons bbows /é/zﬂmam.,wwérﬂ/{wng- n Balopce oub
\‘QE‘U\M:D'

45. TYPE OR PRINT NAME OF INSPECTOR
rd
. l:'-’\-\\a- /L\ ;c?é‘l wWAZZ A

45WR2F (&?‘ECTOR 458, DATE OF SIGNATURE 45C, INSPECTOR'S NATIOMAL BOARD NO.
2 by iABNA" 250 @cf 2008 &1 07
Fd

ﬁPRINT NAME AND TITEE-OF REPRESENTATIVE ACCOMPANYING INSPECTOR
dock Hove S Forestos

484 SIGNATURE 468. DATE OF SIGNATURE 48C, REPRESENTATIVE'S TELEPHONE NUMBER

/é_ﬁ_g[‘/f?&’%ﬁ Jo-23~p%

ACTION TAKEN ON RECOMMENDATIONS

47. DATE AND ACTION TAKEN OR TQ BE TAKEN

48. TYPE OR PRINT NAME, TITLE AND GRADE OF OFFICER IN CHARGE

45. SIGNATURE OF CFFICER IN CHARGE 50. DATE OF SIGNATURE

AF1223 REV 202

VST (AN,



BOILER OR PRESSURE VESSEL _ 1. TYPE OF INSPECTION
INSPECTION REPORT tnternal and External 'EBA Ova
Internal/External with Hydrostatle Test (same day} BB [JvB
External Undar Oparatlon [dec QOvc
HSBCT CONTRACT NUMBER External Under Hydrostatic Test Oeo Ovo
Expanslon/Recelver Tank or Internal with UT OdBE [Qve
2. INSTALLATION 2A. CITY 3. 5TATE 4. 2IP CODE 5. PLANT OR BLDG,
310 fheg
8. DATE OF INSPECTION 7. DATE OF LAST INSPECTION 8. BELIVERY ORDER NO. 9, CONTRACT NO, B
1L ok 200 S —
10, DBJECT 11, PLANT
E Fire Tube L—_l Cast Iron |:[ Water Tuba I:I Expanslon Tank I:I Pressure Vassel &Manned [:l Unmanned
11A PRESSURE PREVIDUS INSPECTION 118. PRESSURE THIS INSPECTION 12A. YEAR BUILT 12B. YEAR INSTALLED
S0 910 -02. 19977 1997
13A. PRIMARY FUEL {Bofer) 13B. SECCNDARY FUEL {Baltar) 14, DESIGN WORKING PRESSURE OR TEMPERATURE
NAJ‘GH,A@ 2z ol 150 psi
15. MANU—FACTURER 18. MANUFACTURER'S RATING MBTU LBS./HR i 17. NATIONAL BOARD NUMEER 18, USAF NUMBER
el&d{){?v" Bl‘r)clkﬁ 13800 |b, e Zooo 52@ ' 8LbLS #7_\
19. USE
D Powar E Steam Heating D Process I:l Storage El HTHW Heating I:l Heat Exchange E] Other (Specify)
20, METHOD OF FIRING {Boifers) 21, SAFETY/RELIEF VALVES SETTING 22. EXPLAIN IF PRESSURE CHANGED . 23. PRESSURE GAGE TESTED
Aste boewen 1Co Cves [& No
24, PURPOSE OF HYDROSTATIC TEST 25. LAST HYDROSTATIC TEST 28, HYDROSTATIC TEST
[OdNew [ Retest '[]Repalr Date: PSI: [ Yes No Date: PSI;

STATEMENT OF BASE CIVIL ENGINEER

27. REPAIRS MADE SINCE LAST INSPECTION
X none [ Other (speciy)

INTERNAL INSPECTION
28, DESCRIBE INSPECTION FULLY {State focation of any damage or doposits, L8, scale, graase, oil, afc.; any corrosion, pitting, grooving, cracking or lamipation; any
avidence of overheating. broken or iogse ftams, efz,) s/ 194 4 bt Up of Scafe depoc o an Fchers Hes ofen. abnormn

eﬂ'ﬁCQll’lth Moted

EXTERNAL INSPECTION
29. CONDITION OF BOILERS, VESSELS AND PLANT {Describe fully and stats iocation of any cormosion, feakages, ovidence of overhealing, soot or other destructive
accumulations, or safely or ASMEINS violations, elc.) o lowosion, leakegpe on bypg) Py of Ceesinp,

. SETTINGS, LININGS, SUPPCRTS AND BAFFLES Z .
0. SETTINGS, N P .#P*?d-v” { ;

INSPECTION OF SAFETY DEVICE

31. SAFETY/IRELIEF | 32.5ZE " ¢ J& 32. TOTAL CAPACITY 34, CONDITION AND HOW TESTED
VALVES Number 1. | crm: BTUMHR: LBHR: /770Y | fo} feskod
35. PRESSURE 36. CORRECTION TAKEN (If none give reason) :
GAGES Mjnfn-« No Pighouls ostatefl
37. OTHER 38, CONDITION
APPLIANCES A Piglarls 1758\l — cMavors e @ O R Sﬂll.b‘pﬁf-la*"-f
3g, zggUMTORS 40. CONDITION i
CONTROLS Jd‘,ﬂ!lpcm Satu }ALQJEM !

41. ASME CODES
. - = = ? .-
Does plant comply with code, welding, materials, configuration, etc? |Z| Yes |:| No (Explain)

AF1222 REV 2/02



INSPECTOR STATEMENT
42, WAS BOILER OR VESSEL PREPARED FOR THOROUGH EXAMINATION {if NO, state what was nol and why in Remarks and Recommendations of inspector.}

@Yes D No

43, WAS BOILER OR VESSEL ENTERED FOR THE INSPECTION (H NO, state what was nol and why in Remarks and Recommendations of inspector,}

R ves [no

REMARKS AND RECOMMENDATIONS OF THE I[NSPECTOR
44, LIST ALL DEFICIENCIES TO BE CORRECTED OR REPAIRED (Use a continuation sheel if necessary.)

O Ccommand Aot sedeh of wailer st dut Ao Leakmg et auhampar on forpidad
\’ELM; cordpmmmaRed) il adpue! —empatgl shomicals Qo nzeLsbdny,

@) Aogut Sstloms Lises amd) oucpacs S Ao mOTlaisms atsollyr horilyy . ors Laebonse 29
TEQWMOQ- .

gTor ()& 458, DATE OF SIGNATURE 45C. INSPECTOR'S NATIONAL BOARD NO.

5 rognad— 22 Opt 8003 8io)

46. PRINT NAME gND TDLE OF REFRESENTATIVE ACCOMPANYING INSPECTOR
Joc kK T Hae Fe remsn? :
46A_ SIGNATURE 448, DATE OF SIGNATURE 46C. REPRESENTATIVE'S TELEPHONE NUMBER
\ .
L £ [rzoe [0-2F-07
= r

ACTION TAKEN ON RECOMMENDATIONS

47. DATE AND ACTION TAKEN OR TO BE TAKEN

48, TYPE OR PRINT NAME, TITLE AND GRADE OF OFFICER IN CHARGE

49. SIGNATURE OF OFFICER IN CHARGE 30, DATE OF SIGNATURE

AF1222 REV 202

B 6i6h



BOILER OR PRESSURE VESSEL 1. TYPE OF INSPECTION

INSPECTION REPORT Internal and External Osa [Ova
Internal/External with Hydrostatic Tast {same day} Oee QOQve
External Under Qparation ﬁBC Ove

HSBCT CONTRACT NUMBER External Under Hydrostatic Test Oso [QOvo

Expansiorn/Receiver Tank or Internal with UT OBE [OQVE

2. INSTALLATION 2A. CITY A STATE 4. Z2IP COCE 5. PLANT OR BLDG.

Font Govdon /éﬂ%)"i.&ﬂ' G A | Bo%os INC d/&sﬁ )
8. DATE OF INSPECTION 7. DATE OF LAST INSPEEYTON 8. DELIVERY ORDER NO. 9. CONTRACT NO. - -
32 8of %oo3 4/ 2y,

16. OBJECT 11, PLANT

E,Flra Tube |:| Cast Iron Ij Water Tube |:| Expansion Tank D Pressure Vessel EMannad |:| Unmanned

11A. PRESSURE PREVIOUS INSPECTION 11B. PRESSURE THIS INSPECTION 12A. YEAR BUILT 12B, YEAR INSTALLED

15 - /50 /997 /977
13A. PRIMARY FUEL (Bofer) 138, SECONDARY FUEL (Botler) 14. DESIGN WORKING PRESSURE OR TEMPERATURE
¥
’Y{é Gas Z ot /5&/05/ _
15. MANUFACTURER 18. MANUFACTURER'S RATING MBTU /LES. JHR 17. NATIONAL BOARD NUMBER 18, USAF NUMBER,
Chlovyer. Buoot s Sboy # .3 Ble
19, USE

|:| Power ESteam Heatlng D Process D Storage E] HTHW Heating |:] Heat Exchange D Other (Spacify)

20, METHOD OF FIRING (Boilars} 21, SAFETY/RELIEF VALVES SETTING 22. EXPLAIN IF PRESSURE CHANGED 23, PRESSURE GAGE TESTED
Aoko byene 2@ /S0 Clves [ No

24. PURPOSE OF HYDROSTATIC TEST 25, LAST HYDROSTATIC TEST 26. HYDROSTATIC TEST

(Onew [ Retest [] Repair Date: PSI: [(JYes ['No Date: PSI:

STATEMENT OF BASE CIVIL ENGINEER

27. REPAIRS MADE SINCE LAST INSPECTION
Nona [] Other (Speciy) CoBarie \I\AMW

INTERNAL INSPECTION
y damage or deposiis, l.6., scals, grease, of, elc.; any commosion, pitling, grooving, cracking or famination; any

Beler |0 opevedion

28, DESCRIBE INSPECTION FULLY (State location of an
avidencs af overheating, broken or foose items, eft.)

EXTERNAL INSPECTION

29. CONOQITtON OF BOILERS, VESSELS AND PLANT {Descrbe fully and state location of any comasion, feakages, evidence of ovarhesting, scot or athar destrug
eccumulalions, or salely or ASME/NS violations, efc.) /\/

o Corrosien; heclbug<.cre burnigof-Casing, Shgpht ove«mr&a\;

V0ond ool wonizrs o
0. SETTINGS, LININGS, SUPPORTS AND BAFFLES '
ﬁ;«/-tsf-#c/ﬂ.?/

INSPECTION OF SAFETY DEVICE
31. saFETYReLIEF | 32 81ZE 207 4. [U T 33 ToTALcapacy

34, CONOITION AND HOW TESTED

VALVES Number: 2 .| CFM: BTWHR: LB/HR: }'76/0'%/ Goed v ev Yréssune mmn-_m@«]
35. PRESSURE 28. CORRECTION TAKEN {If nane give reason) . . !

GAGES or/E. G@m 1no m"—'ﬁ:&“ - /1/0(/713 &z/)d&)&*flﬂ-miwu{ H\'jl’ctl{-qﬂ
37. OTHER 38. CONDITION o

APPLIANCES Me (‘;7;9.‘&/.['5 ‘j in-sQ_g;\K-g‘Q on, Pressove Suorhdas

ag, EEEULATORS 40. CONDITION
CONTROLS - A Kfpoc S.NJLD;NQM '
41. ASME CODES

Does plant camply with code, welding, materials, configuration, etc? mas D Mo {Expla:'ﬁ)
AF1222 REV 2102 : -




INSPECTOR STATEMENT

42. WAS BOILER OR VESSEL PREPARED FOR THOROUGH EXAMINATION {If NO, sfate what was not and why in Remarks and Recommiendations of Inspector)

M yes [no

43. WAS BOILER OR VESSEL ENTERED FOR THE INSPECTION (if NO, sfafa what was nolf and why in Remarks and Recommendations of fnspactor.)

[:IYes E No

REMARKS AND RECOMMENDATIONS OF THE INSPEGTOR

44_ LIST ALL DEFICIENCIES TQ BE CORRECTED QR REPAIRED (Use a continuation shea! if necessary.)

@M—V—Mwﬂ

45, ﬁgE ORrR PRINT NAME GF INSPECTOR

458, DATE OF SIGNATURE

25 @ swo3

45C. INSPECTOR'S NATIONAL BOARD NO.

Bio7

BRINT mEANf"I" EOF REF‘

Jack Heoyes

SENTATIVE ACCOMPANYING INSPECTOR
/‘} 7L AT

48A. SIGNATURE
(y

468, DATE OF SIGNATURE

jo-2%-275

48C. REPRESENTATIVE'S TELEPHONE NUMBER

ACTION TAKEN ONM RECOMMENDATIONS

47. DATE AND ACTION TAKEN QR TO BE TAKEN

48. TYPE OR PRINT NAME, TITLE AND GRADE OF OFFICER IN CHARGE

49. SIGNATURE OF OFFICER IN CHARGE

50. DATE OF SIGNATURE

AF1222 REV 202

Y A



BOILER OR PRESSURE VESSEL 1. TYPE OF [NSPECTION

INSPECTION REPORT Intemnal and External Mea Ova
Internal/External with Hydrostatlc Test {same day} Oee [OQve
External Under Operation OBc Qvc

HSBCT CONTRACT NUMBER External Under Hydrostatle Test Oep Ovo

Expanslon/Raceiver Tank or Internal with UT FlBE [ve

2. INST ALLA'I'_ION 5 2A. CITY 3. STATE 4. 2IP CODE 5, PLANT OR BLDG.

ol Gordyy Ruguste GA | 39705 | Q4% pess Hell
6. DATEQF INSP CTI;N 7. DATE OF LAST INSPECTION 8. DELIVERY ORDER NO. 9. CONTRACT NO.
Al Ccy Jooz G- 15-02.
10. OBJECT 11. PLANT
Fira Tubse D Cast Iron E Watar Tube |:| Expanslon Tank |:| Pressure Vessel D Manned E-Unmanned
11A_PRESSURE PREVIOUS INSPECTION 11B. PRESSURE THIS INSPECTION 12A. YEAR BUILT 128. YEAR INSTALLED
@ pavols., @& 32 pst /999 /999
13A. PRIMARY FUEL (Boiler) 138. SECONDARY FLUEL {Boifer) 14, DESIGN WORKING PRESSURE OR TEMPERATURE
M/ Gps Nowe /00
15. MANUFACTURER 18. MANUFACTURER'S RATING N}%Té}d.ﬂs.f HR 17. NATIONAL BOARD NUMBER 18. USAF NUMBER
Dorkse Ble Co LB eo0 Bl Vs /e 57718 Z S

18, USE

]:I Power Esmam Heating D Process D Storage |:] HTHW Heating D Heat Exchange I:I Other (Spacify)

20. METHOD OF FiRING (Boilers) 21. SAFETY/RELIEF VALVES SETTING 22 EXPLAIN IF PRESSURE CHANGED : 23. PRESSURE GAGE TESTED

/41/%{/’ 7.2:/0‘03-’?- Slﬂﬂj/ [(yes HAnNo
24. PURPOSE OF HYDROSTATIC TEST 25. LAST HYDROSTATIC TEST 26. HYDROSTATIC TEST
D Naw D Retest D Repalr Date; P5I: E] Yes E’No Date: PSl:
STATEMENT OF BASE CIVIL ENGINEER
27. REPAIRS MADE SINCE LAST INSPECTION L

I None EOther(Spm?y) )Zl"{-’/dr‘ﬁn/f gage Cocks

INTERNAL INSPECTION
28. DESCRIBE INSPECTION FULLY (State logation of any damaga or deposils, Le., scale, grease, off eic.; any corrosion, pitting, gmoving, cracking or famination;: any
evidence of averheating, broken o loase Hems, elc.) Frober o Anrce Notmemep ot fos INGRoclicrf, Sapal ONsoy

connechions 17srde dnsimvg Ke’mé/nj_,, Lo tower dvpim Leabony af dos 0t Blotf &/Wm.‘g by
eolﬁwa‘:érf a’u.:r/a ba’-éﬂfﬂ. |

EXTERNAL INSPECTION
29. CONDITION OF BOILERS, VESSELS AND PLANT {Describe fufly and state location of any cormesion, leakages, evidence of overhealing, soot or other dastruclive

accumulatians, or safety or ASME/NS violations, elc.) /p/‘; ,ﬁﬂﬁe” @_/055 175t et Mﬂ?ﬂ’f?/ ) "ado‘é'r‘jaﬁé ‘ffass tf:vﬂmaéa,o
70}:7 INF)cc rors e %fﬁf 50,»))»77 eL Corrgsrery, /]f.::(}?/y fin/';l/&n'}—r St P hew chovicar s 530!
o Pressune $apld § 3 Pressure Cemtroiors, =

30. SETTINGS, LININGS, SUPPORTS AND BAFFLES

Ap paer Sadllhcrorss

INSPECTION OF SAFETY DEVICE

3. SAFETVIRELIEF | 32 SZE /4 /L, 33, TOTAL CAPACITY 34, CONDITION AND HOW TESTED
VALVES Number: / |} crm: BTUHR: 2587  LBMHR: Bomally S
35. PRESSURE 36. CORRECTION TAKEN (¥f none give reasan) - )
GAGES Vorne  Moppear Sutosfoe vy
37. OTHER 38, CONDITION -
APPLIANCES A e~ 5,:(,/-5644/:?,@ i ! . ;
39, :EEULATORS 40. CONDITION Cenrrected /?y Cogpel IWong from Shearm € otief
—CONTROLS 43}9&0 a— WEJ/}O}’&,@ Y ‘

41. ASME CODES

Does plant comply with code, welding, materials, configuration, etc? 4@@ D No {Explaf.-i)
AF1222 REV 2/02 :




INSPECTOR STATEMENT
42, WAS BOILER OR VESSEL PREPARED FOR THOROUGH EXAMINATION (if NO, state whal was not and why In Remarks and Recommendations of inspecior)

Yay |___| No
43, WaAS BOILER OR VESSEL ENTERED FOR THE{.NSPECTION {if NO, state whal was aot and why in Remarks and Recommendations of Inspector, )

£ ves @NO ﬁwy/y ﬁmu&ng @fn YV ehee 7, A oeort Lefessy

REMARKS AND RECOMMENDATIONS OF THE INSPECTOR
44, LIST ALL DEFICIENCIES TO BE CORRECTED QR REPAIRED (Use a continualion sheef if necessary.}

@ (eplee goge Conkr
@ g o replace atnizsn aidhn Gotlor ZMM—M?
Paglune Liokimg /szﬁhg en Waley cobuni dvava
Claown wﬁm ot seliueaiel Lalue dot To comrotiion Ludd —ap frem leohing
Cartimm

®
&
@

e R
me.é’c.ﬂ? ng_w U”\F/\%m&g_&g,e and Rreanwse Conleollvs

45. YPE OR PRINT E OF INSPECTOR

GNQ22Z
I TURE OF [NSRECTOR 45B. DATE OF SIGNATURE 45C, INSPECTOR'S NATIONAL SOARD NO.

> 2-2-Ouf 9o07, Blo7

RINT NAME AND TTRLE-GF REPRESBNTATIVE ACCOMPANYING INSPECTOR

lpck Moves  forempip a2

46A. SIGNATURE * 4BB, DATE OF SIGNATURE 48C. REPRESENTATIVE'S TELEPHONE NUMBER

Lo & Ywgeor— o233

ACTION TAKEN ON RECOMMENDATIONS

47, DATE AND ACTION TAKEN OR TO BE TAKEN

48, TYPE OR PRINT NAME, TITLE AND GRADE OF OFFICER IN CHARGE

49, SIGNATURE OF QFFICER 1N CHARGE 50. DATE OF SIGNATURE

AF1222 REV 202

VB 5717 %



BOILER OR PRESSURE VESSEL 1. TYPE OF INSPECTION
INSPECTION REPORT Internal and Externat Osa [Jva
Internal/Extarnal with Hydrostatic Test {same day) Ose QOve
External Under Operation BBec [OQvc
HSBCT CONTRACT NUMBER Extarnal Under Hydrostatic Test Heo QOvp
. Expanslon/Recelver Tank or Internal with UT (OBE [JVE
2. INSTALLATION 2A, CITY 3, STATE 4. ZIP CODE 5. PLANT OR BLDG.
Fopd Gordon. /40%225/.& G4 30705 FEYS
8, DATE OF INSPECTICN 7. DATE OF LAST INSPEGTION 3, DELIVERY ORDER NO, 9. CONTRACT ND.
15 Qot oo q-132-02.
10, OBJECT 11, PLANT
E] Fire Tuba D Cast Iron Water Tube D Expanslon Tank L—__l Prassure Vessal D Manneod E Unmanned
11A. PRESSURE PREVIOUS INSPECTION 11B. PRESSURE THIS INSPECTION 12A_ YEAR BUILT 12B. YEAR INSTALLED
Jol Bo st Loy 1]q G
13A. PRIMARY FUEL (Boifer) 13B8. SECONDARY FUEL {Boiler) 14. DESIGN WORKING FRESSURE OR TEMPERATURE
Nt Gas : Non-e /so
15, NUEACTURER 18. MANUFACTURER'S RATING MBTU /LBS, / HR 17. NATICNAL BOARD NUMBER 18. USAF NUMBER
[;2_11 ey G&Lﬂb{ Co /380 ﬂs he SINE A

]:l Power E.Steam Heating El Process |:| Storage L__] HTHW Heating D Heat Exchange |:| Other {Specify}

20. METHCD EF FIRING {Boiters) 21. SAFETY/RELIEF VALVES SETTING 22_EXPLAIN IF PRESSURE CHANGED . 23. PRESSURE GAGE TESTED
vro _bpwaoy— So Ps) LYes £No

24. PURPQSE OF HYDRQSTATIC TEST 25. LA_ST HYDROSTATIC TEST 26. HYOROSTATIC TEST

|:| New [ | Rotest |:| Repalr Date: P51 D Yes No Data; PSI:

STATEMENT OF BASE CIVIL ENGINEER

27. REPAIRS MADE SINCE LAST INSPECTION
D Mone E] Other {Specify}

INTERNAL INSPECTION
damage or deposits, Le., scale, grease, ofl, efc.; any corrosion, pitting, grooving, cracking or laminalion; any

/77 J’Pff?u/w

"28. DESCRIBE INSPECTION FULLY (Stale location of any
avidence of averhesting, broken ar fooss ffems, i}

EXTERNAL INSPECTION

29. CONDITION OF BOILERS, VESSELS AND PLANT {Describe fully and state location of any corrosion, leakages, evidance of averfesting, sool or
accumuiations, or safety or ASME/NS violations, elc.}

or deslructive

Second hwee palal To Sbyldewr bpppep. J Ao Aloes
lyps Temevid) rem Lrevisa bi(br ﬁmﬂm A% f{:ﬂ/&/ L e of premeny feo 15
ifskalle] 11y preper Potdern , anmu, hoce foded Ts dhid decun boilen

Rolee Hod: connuilad . hose EWICS vouy Sloww. -

30, SETTINGS, LININGS, SUPPORTS AND BAFFLES !

o INSPECTION OF SAFETY DEVICE
3. SAFETYRELIEF | 3252E X [/2 33. TOTAL CAPACITY 34. CONDITION AND HOW TESTED
VALVES Numbar: / J crm BTUHR: 2587 LBHR: Lrtied /4/ band
35. PRESSURE 38. CORRECTION TAKEN (If none giva reason) ‘
SAces Gags eut of Calibimtion with Aresstre Conbus)lep s
37. oTHER 38, CORDITION o
APPLIANCES Ao e ﬁor,/}s foc kst
39, EﬁgULATORS 40. CORDITION .
CONTROLS /?:pﬂféf Mf(’w/my !

41. ASME CODES
Does plant comply with cods, welding, matarials, configuration, etc? lm Yas D No {Expfa:'h)

AF1232 REV 2102



INSPECTOR STATEMENT
42, WAS BOILER OR VESSEL PREPARED FOR THOROUGH EXAMINATION (If NO, slate what was not and why In Remarks and Recommendations of inspector.)

mYes I:] No

43, WAS BOILER OR YESSEL ENTERED FOR THE INSFECTION {if MO, siale what was not and why In Remarks and Recommendations of inspactor.)

[ves [dNo

REMARKS AND RECOMMENDATIONS QF THE INSPECTOR
44. LIST ALL DEFICIENCIES TO BE CORRECTED OR REPAIRED (Use a conlinuation sheel ¥ necessary.)

@ N o peverfron |
Ef.»é;l:u.u1 Lwcce /h?:/ﬁjﬁz .mirpawa%/ & ordere JMWMW when

PMM PAM AD V,QAch,aé Focery shream 0;{ G&YMIM/
@ Pt u)co Jeohmno Fealed & shuddacen barmae. Thes doprce wao wnoklled/ om Zhes
bmfw;'?&r ./mnmcﬂ e Wwﬁa;&ﬂ ﬁ,;uo_‘g‘jjy He tewee feolemas 13
Mot Ww"w frapior feddeon, Crnpantt mieuny Perclimens Yochomucal mempal G
LMJ& Reopern JJ_,OLJL wieilen deses, /20% Awacpﬁ_a/z,—mn/ 1 atlrar :;ot-:f&/;f Lowel/
b oy wn widdle of ghud and even Loh manufesTins designaliol sale Loved.

) s boloradl lne milised agaim efterrepuins e mod, | Ieppams Schalled] fer

25 @:ﬁi’alw«" Ao o
45. TYPE OR PRINT E OF INSPECTOR
e
S /oMt 10
454 ,mTURE NSP@TOR\)U 45B8. DATE OF SIGNATURE 45C. INSPECTOR'S NATIONAL S0ARD NO.
\ LN A 2X @ot 2007 8lo7

4BOPRINT NAME ANDJTJLE OF RERHESENTATIVE ACCOMPANYING INSPECTOR

Jdclfs /fﬂ VS v ep/it A

46A. SIGNATURE _ 46B. DATE OF SIGNATURE 46C. REPRESENTATIVE'S TELEPHONE NUMBER

7/éc( /4 ﬁ:z_.cz«_g__# _ fP-EZZ-0Z

ACTION TAKEN ON RECOMSENDATIONS

47. DATE AND ACTION TAKEN OR TO BE TAKEN

48. TYPE OR PRINT NAME, TITLE AND GRADE OF OFFICER IN CHARGE

48, SIGNATURE OF OFFICER IN CHARGE 50. DATE OF SIGNATURE

AF1222 REV 2102

NB N4



BOILER OR PRESSURE VESSEL 1. TYPE OF INSPECTION
INSPECTION REPORT Intarnal and External Kea Ova
Internal/External with Hydrostatic Test {same day} Oese QOvs
External Under Operatlon OBc [Jvec
HEBCT CONTRACT NUMBER Extarnal Under Hydrostatic Test Oep DOQvo
Expanslon/Recelver Tank or Internal with UT [OJBE [Qve
2. INSTALLATION 2;37 3. STATE 4. ZIP CODE 5. PLANT OR BLDG.
Lont @o‘gfm ua_z/e/#’ G4 20205 25910
8. DATE OF INSFECTION 7. DATE OF LAST INSPECTION &. DELVERY ORDER NO. 9. CONTRACT NO.
22 @t o3 O-11-02
10. OBJECT 11. PLANT
D Flre Tuhe D Castlron I:] Water Tuba [:| Expanslon Tank E] Pressure Vessel Mannad L__] Unmanned
11A. PRESSURE PREVIOUS INSPECTION 118. PRESSURE THIS INSPECTION 12A_ YEAR BUILY 128, YEAR INSTALLED
250 2SS 9 Ls
13A. PRIMARY FUEL (Baifer) 13B. SECONDARY FUEL {Bailar) 14. DESIGN WORKING PRESSURE OR TEMPERATURE
M“‘ Ghas %2 @) 2522
15, MANUFACTURER 18. MANUFACTURER'S RATING MBTIJ /L85, HR 17. NATIONAL BOARD NUMBER 18. USAF NUMBER
S T, 33856 Uop A pe © su4s % &
19. USE )
D Powaer Steam Heating D Process I:| Storage D HTHW Heatlng D Heat Exchange [:I QOther (Specify)
20. METHOD OF FIRING {Boifers) 21. SAFETY/RELIEF VALVES SETTING 22, EXPLAIN IF PRESSURE CHANGED ' 23, PRESSURE GAGE TESTED
d
Aok bogner 250 /250 [l ¥es [ No
24, FURFOSE OF HYDROSTATIC TEST 25 LAST HYDROSTATIC TEST 28, HYDROSTATIC TEST
D New D Ratest D Repair Date: Psl: D Yes IE No Data: PSi;

STATEMENT OF BASE CIVIL ENGINEER

27. REPAIRS MADE SINCE LAST INSPECTION
[ None  [[] Other (Specify)

INTERNAL INSPECTION

28. DESCRIBE INSPECTION FULLY {Stale focation of any damage or depos?'f.e., scale, grease, off, efc; any corrosion, pitling, grooving, eracking or lamina o, any
avidenca of avarhgallng, broken or loose fiems, ele ) mfﬂ’fmﬂ/ oy Iy }0 -MS}C/Q{, S/,lﬁ,m & }é‘al ” '5)" Z

4
&mlw‘ PR Coront headlen how Auagnficend depoaids < Selar st ﬂMﬁal{y/u//a/ ol .
Bl heeve nedo bap o Qa_ms a.u.U. 7 ki, Seade depasts achered & header lrhere 25i8ho,

B le LaseA) E;e_n-tpo-agﬂ w.iThin 3 Mevithe

EXTERNAL INSPECTION
28, CONDITION OF 80ILERS, VESSELS AND PLANT fDescnbe fully and stale location of any cmfeakages, evidance of overfieating, soot or other destructive

accumulations, or safely or ASMENS viofabions, afc.) M W ’ Ao e £ voiloes beon 10 Ve i

30. SETTINGS, LININGS, SUPPORTS AND BAFFLES Struckoolly Loumd [udt (uef reva el &@/&4'1; Fom dower hoglos
enal ynud dwm '

INSPECTION OF SAFETY DEVICE

31. SAFETY/RELIEF | 32 SIZE 2.7 33. TOTAL CAPACITY 34. GONDITION AND HOW TESTED
ETY/REL|
VALVES Number o | CFM: BTU/MR: LBfHR:33,3(JD J/ c}}/a’

33, PRESSURE 36. CORRECTION TAKEN (If none give reasen)

GAGES Ll §_-m§!5?g&,qgm4
7. OTHER 38, CONOITION i
APPLIANCES N &,w&m{e{a}w doe Cenalauelion

39. REGULATORS | 45, CONDITION ?
——CONTROLS ,djnfu@;v’ S&iﬁu}wﬁj

41, ASME CODES Do f Ko LaVg 15 Lo e
Does plant comgly with code, welding, materials, configuration, ete? DYes I:]No {Explain) //y_jfa//(’(/ MY Qeeoont Ghee c‘o&k

1222 REV 2102 CAEMIE ol e B30 1




INSPECTOR STATEMENT )
42, WAS BOILER OR VESSEL PREPARED FOR THORQUGH EXAMINATION (if NO, 5tate what was not and why in Remarks and Recommendations of inspactor)
Yas D No

43. WAS BOILER OR VESSEL ENTERED FOR THE INSPECTION (if NO, stale what wes no! and why in Remarks and Recommendations of inspector,)

|:|Yes m No

REMARKS AND RECOMMENDATIONS OF THE INSPECTOR
44. LISTALL DEFICIENCIES TO BE CORRECTED OR, REPAIRED (Use a continualipn sheet if nacessary.)

@ \,ﬂ-:, Hu_n Lm&pmﬁwé&aeo{awzm .3/17107227{5- n/r.:a mm—rﬂ M’\cgd.)!'lm\ S Q/MJ

@ et ane mo safely celihd condlins that amunt be complatad bejons Seoromon)
of_ lesloc

45. TYPE OR PRINT OF INSPECTOR
Sa\f\ N oSwnat e ¥
454 SIGRATURE OF CTOR 458, DATE OF SIGNATURE 45C. INSPECTOR'S NATIONAL BOARD NO.
3% Bef @3 8107
4@'R|NT NAME AND TITLE-QF REPRESEN FATIVE ACCOMPANYING INSPECTOR : ’

JACS Moy e s o o ep’

48A. SIGNATURE 4868. DATE OF SIGNATURE 45C. REPRESENTATIVE'S TELEPHONE NUMBER
=, ~ — ra—r
o Bapoo (0207

ACTION TAKEN ON RECO_M_MEI&TDATIONS

47. DATE AND ACTION TAKEN OR TO BE TAKEN

48, TYPE OR PRINT NAME, TITLE AND GRADE OF OFFICER IN CHARGE

49. SIGNATURE OF OFFICER IN CHARGE 50. DATE OF SIGNATURE

AF1222 REV 2102

- B j7548



BOILER OR PRESSURE VESSEL 1. TYPE OF INSPECTION

INSPECTION REPORT Internal and External Oea QOva
Internal/External with Hydrostatic Tast {sama day) Ose OJve
External Undar Operation 'ﬂBC Ove

HSBCT CONTRACT NUMBER Extemnal Under Hydrostatle Test Oeo Q>Ovo

Expansion/Recelver Tank or Internal with UT [JBE [QOvVve

2 INSTALLATION 2A, CITY 3, STATE 4. ZIP CODE 5. PLANT OR BLDG.

ng)[ éor‘cﬂom /4“& ust G A 30905 25910
6. DATE OF INSPECTION 7. DATE OF LAST INSPE@TION 8. BELWERY ORDER NO. 9. CONTRACT NO.
29- Bl o3 9-2-c2z

10, OBJECT 1. PLANT

[:] Fire Tube D CastIron D Water Tube D Expanston Tank L__I Pressure Vessal ’E' Manned D Unmanned

11A. PRESSURE PREVICUS INSPECTION 118. PRESSURE THIS INSPECTION 124, YEAR BUILT 12B. YEAR INSTALLED

259 1235 %
13A. PRIMARY FUEL {Bolfer) 13B. SECONDARY FISEL {Boifer) 14. DESIGN WORKING PRESSURE OR TEMPERATURE
Nok Gas 7 ol 250
15, MANUFACTURER 18. MANUFACTURER'S RATING MBTU /L8S. FHR 17. NATIONAL BOARD NUMBER 18. USAF NUMBER
Crie QT 33§56 lbs /e 125 7) 5
19, USE )

I:] Power @ Steam Heating D Process D Storage |:| HTHW Heating D Heat Exchange [:I Other {Specify}
20. METHOD OF FIRING (Bofers) 21. SAFETY/RELIEF VALVES SETTING 22. EXPLAIN IF PRESSURE CHANGED

N T PREssuEyeE TESTED
Au:l‘o‘ \.’J&'sl.;p ZSo / 2.5 DYES Na

24. PURPOSE OF HYDROSTATIC TEST 25. LAST HYDROSTATIC TEST 28, HYDROSTATIC TEST
D New D Retest D Repalr Data: Psl: |:| Yag E No Date: P5L;

STATEMENT OF BASE CIVIL ENGINEER

27, REPAIRS MADE SINCE LAST INSPECTION
I None  [] Other (Speciy)

INTERNAL INSPECTION
28. DESCRIBE INSPECTION FULLY {Stafe location of any damage or deposils, /e, scale, grease, ofl, efe.; any corrosion, pitting, grooving,

evidence of overhealing, broken or foose items, ele. )

eracking or lamination; any

EXTERNAL INSPECTION

29, CONDITION OF BOILERS, VESSELS AND PLANT {Dascrile fulty and stale location of any corrosion, feaka
accumulations, or salely or ASME/NB violations, eic.)

ges, evidence of overhoating, sool or other dastructive

Lenlen g Rl et od todthon AT e WY

30. SETTINGS, LININGS, SUPPORTS AND BAFFLES

Wo Temioony oS T,

INSPECTION OF SAFETY DEVICE

31. SAFETY/RELIEF | 32. SIZE 3 33, TOTAL CAPACITY 34. CONDITION AND HOW TESTED
VALVES Numbear 1 - .| cFm: BTU/HR: LBHR:Y5.0°¢ | il /L - Yy /ra,uaf
35. PRESSURE 38. CORRECTION TAKEN (if none give reason) : i :
GAGES one ~ JN Nopuie
37. OTHER 38. CONDITION
APPLIANCES Appeoc Galinka o
39. REGULATORS | 40. CONDITION o
CONTROLS Appocsr Sabedoelon,
§1, ASME CODES o '

v kvewsa) 1= Ppng 75 I<ing
Dees plant comply with code, welding. malerials, configuration, ete? |:] Yes D No (Explain} 195 Jel vt f/)'Afcl.’.wopa,uc-'{’ zg:.H}

AF1222 REV 2102 Asme /5311 Code,




INSPECTOR STATEMENT

42. WAS BOILER OR VESSEL PREPARED FOR THOROUGH EXAMINATION (If NO, slate what was nof and why In Remarks and Recommendations of Inspector)

EY@S D No

43, WAS BOILER OR VESSEL ENTERED FOR THE INSPECTION (if MO, state what was nof and why in Remarks and Recommendations of inspactor.)

DYes ﬂ No

REMARKS AND RECOMMENBDATIONS OF THE INSPECTOR

44, LIST ALL DEFICIENCIES TO BE CORRECTED OR REPAIRED (Use a conlinuation sheel if necessary.)

(v ,we‘);lnrvocﬁﬁ—n

45, TYPE OR Pli{/IZT N?Z OF INSPECTOR
oLM - Ibamoist

454, m:uae oT INspECTOR) ¢ 45B. DATE OF SIGNATURE 45C. INSPECTOR'S NATIONAL BOARD NO.

N #9-Qut ®3 810

48. JFRINT NAME AND THLE OF REPRESENTATIVE ACCOMPANYING INSPECTOR

I /ST LS b resvsy

48A_SIGNATURE 46B. DATE OF SIGNATURE .48C. REPRESENTATIVE'S TELEPHONE NUMBER

el LR o J-2F-p 2

ACTION TAKEN ON RECOMMERNDATIONS

47. DATE AND ACTION TAKEN OR TQ BE TAKEN

48. TYPE QR PRINT NAME, TiTLE AND GRADE OF OFFICER IN CHARGE

49. SIGNATURE OF OFFICER IN CHARGE 50. DATE OF SIGNATURE

AF1222 REV 2/02

NBI17i7]



BOILER OR PRESSURE VESSEL 1. TYPE OF INSPECTION
INSPECTION REPORT Internal and External OBa Ova
Internal/External with Hydrostatic Test (same day) Oer [OQve
External Under Operation . WBc [Ove
HSBCT CONTRACT NUMBER External Undsr Hydrostatlc Test dso [QJvo
Expanslon/Recelvar Tank or Internal with UT OBe QOve
2. INSTALLATION 2A.CITY 3. STATE 4. ZIP CODE 5. PLANT OR BLDG.
forf Copdon. AvGrsts Gn | 3Hos5 18330
8, DATE OF INSPECTION 7. DATE OF LAST INSPECTION 8, DELIVERY ORDER NO, 9. CONTRACT NO.
2L @k Hovs g -1p-o2.
10. QBJECT 1%. PLANT
|:| Fire Tube D Cast Iron Water Tube I:I Expansion Tank |:| Prassure Vessal E Manned |:| Unmanned
11A. PRESSURE PREVIOUS INSPECTION 11B. PRESSURE THIS INSPEGCTION 12A, YEAR BUILT 12B. YEAR RNSTALLED
250 115 1975 1975
13A. PRIMARY FUEL (Bsifer) 13B. SECONDARY FUEL Broifer} 14. DESIGN WORKING PRESSURE OR TEMPERATURE
Motk Gees . oif 252
15, MANUFACTURER 16. MANUFACTURER'S RATING MBTU /LBS. / HR 17. NATIONAL BOARD NUMBER 18. USAF NUMBER
Nebraskp 33,500 s/ e /677 %y
19, USE 3
I:I Power IE_ Steam Haating |:| Process |:| Storage E] HTHW Heating D Heat Exchanga D Other (Specify)
20. METHOD OF FIRING {Bo/ers] | 21, SAFETY/RELIEF VALVES SETTING | 22. EXPLAIN IF PRESSURE CHANGED : 23, PRESSURE GAGE TESTED
2 )—w Lq\mw,' 2 e 5o [ ves No
24. PURPOSE OF HYDROSTATIC TESY 25, LAST HYDRCSTATIC TEST 29. HYDROSTATIC TEST
Clnew [JRetest []Repair Dats: PSI: ] Yes No Date: PSI:

STATEMENT OF BASE CIVIL ENGINEER

27, REPAIRS MADE SINCE LAST INSPECTION

ﬂNone Domer(Spacﬂy) /Zau/mér mammmf\oa

INTERNAL INSFECTION
28. DESCRIBE INSPECTION FULLY {Stale location of any damage or deposils, i.e., scale, greass, oil, efc. any corrasicn, pitling, grooving, cracking or iamination; any

avidence of cverhealing, broken or loase Hems, ale ) -

EXTERNAL INSPECTION
29. CONDITION OF BOILERS, VESSELS AND PLANT (Describe lully and state localion of any corrosion, leakages, evidence of averkealing, scot or other destructive

accumulations, or safaty or ASME/NB viiations, ele.) m .Ljrk 4 hoos G @ntnbind _ ecltrallous WS %ﬁm L oo
Lweos fumédlinsd an dos goned),  Sededq Ll Gl %.ub_iac-&;j

30. SETTINGS, LININGS, SUPPORTS AND BAFFLES

INSPECTION OF SAFETY DEVICE
31. SAFETVRELIEF | 32 SZE 7}~ o T3 33, TOTAL CAPACITY 34. CONDITION AND HOW TESTED
VALVES Number: P | cFm: BTU/HR: LBHR: 5§43 7 vy,
35. PRESSURE 36. CORRECTION TAKEN (If none giva reasan) 4
GAGES ot = ¥ Serpacer
7. oTHER 38. CONDITION
APPLIANCES /d:)m?mf Saldua o
39. iﬁgULATORS 40, coﬁdmt?d !
CONTROLS %’M/Q}ujr Jxmpf %_,QmM o Ceagon /hu,umg L\r\/\o—'fﬂ l’\l&)lh + /Mu Qoo Vel

41. ASME CODES

Conlrudlones
Daes plant comply with cade, welding, materials, configuration, atc? ]E| Yes [ ]Ne {Explain)

ey il i
AF1222 REV 2102



INSPECTOR STATEMENT

42. WAS BOILER OR VESSEL PREPARED FOR THORCUGH EXAMINATION {f NQ, state what was not and why in Remarks and Recommendations of Inspector,)

IEYes DNo

43, WAS BOILER OR VESSEL ENTERED FOR THE INSPECTION (if NO, siate what was not and why in Remarks and Recommendations of inspactor,)

DYes . £l No

REMARKS AND RECOMMENDATIONS OF THE INSPECTOR

44, LIST ALL DEFICIENCIES TO BE CORRECTED OR REPAIRED (Use & continuation shee! if necessary.)
@ PN (?’fu/vm:&n\_. )
@ skl glans ¢ covrar o high aud lewr Rrersone gous Conbroll

45. TYPE OR PRINT NAME OF INSPECTOR

J‘\O,\ N Nz o
WURE INSPECTOR 458. DATE OF SIGNATURE 45C. INSPECTOR'S NATIONAL BOARD NO.
M Pl A9 @c} fo03 §io7

46! PRINT NAME ANSIIPLE OF REPRESENTATIVE ACCOMPANYING INSPECTOR

Jpck /%ﬁ/p) [D LSOOI B 4L

48A. SIGNATURE 46B. DATE OF SIGNATURE 46C. REPRESENTATIVE'S TELEPHONE NUMBER

7%(-‘ a /%’c‘ C o e [0 A5

ACTION TAKEN ON RECOMMENDATIONS

47. DATE AND ACTION TAKEN OR TO BE TAKEN

48. TYPE OR PRINT NAME, TITLE AND GRADE OF QFFICER IN CHARGE

48, SIGNATURE OF OFFICER IN CHARGE §0. DATE OF SIGNATURE

AF1222 REV 2102

NB 677



BOILER OR PRESSURE VESSEL 1. TYPE OF INSPECTION
INSPECTION REPORT Internal and External Mea Ova
Internal/External with Hydrostatic Tast {same day) OB [Ove
External Under Operatlon W Zec QOvc
HSBCT CONTRACT NUMBER External Under Hydrostatle Test Oso [1vo
Expanslon/Recelver Tank or Internal with UT OBE [JVvE
2. INSTALLATION 2A. CITY 3 STATE 4. ZIP CODE 5. PLANY OR BLDG.
Foel Gevedon Avs st &4 | 30905 25330
6, DATE OF INSPECTION 7. DATE OF LAST INSPECTION 8. BELIVERY ORZSER NO. 9. CONTRACT NO.
272 ek o 7-}3 05—
10. OBJECT 11. PLANT
D Fire Tube [ ] Castiron E Water Tuba |:| Expanslon Tank D Pressure Vessel E Manned El Unmanned
11A. FRESSURE PREVIOUS INSPECTION 118, PRESSURE THIS INSPECTION 12A. YEAR BUILT 12B. YEAR INSTALLED
250 12.5 1975 1975
13A, PRIMARY FUEL (Boifer) 13B. SECONDARY FUEL {Boifar) 14. DESIGN WORKING PRESSURE OR TEMPERATURE
T+
I\)A'- @1&5 2. GNL 250
15, MANUFACTURER 16. MANUFACTURER'S RATING MBTU /LBS. / HR 17. NATIONAL BOARD NUMBER 18. USAF NUMBER
ﬁ'@lowaska 33,300 uas/h r /674 #cg)__
19. USE
D Power ESteam Healing |:] Process |:] Storage |:| HTHW Heating Ij Heat Exchange [:I Other (Specify)
20. METHOD QF FIRING [Boffers} 21. SAFETY/RELIEF VALVES SETTING 22 EXPLAIN IF PRESSURE CHANGED 23. PRESSURE GAGE TESTED
Avto luvner 2S5 260 Yos o
24. PURPOSE OF HYDROSTATIC TEST 25, LASY HYDROSTATIC TEST 28. HYDROSTATIC TEST
Now D Ratest D Repalr Date: PSl: Yas No Date: P3l:

STATEMENT OF BASE CIVIL ENGINEER

Voo IMainternm sea™

27. REPAIRS MADE SINCE LAST INSPECTION
Nane |:| Other (Specify)

INTERNAL INSPECTION

28. DESCRIBE INSPECTION FULLY {State focation of any damage or degosils, Le,, scala, grease, oil, sfc,; anycam:?an pitting, gmumg, c:ack.-ng or famination; any
evidance of overhealing, broken or loose ftems, efc.) A Sruadd ("A‘-M"W\. Limid @it r“ o /Dwf-’ ;

moa’em?ﬁ? Sl Cé’{mdf i Lpber ~on bal? - RaCuacbopy folor eurauna’ éur-nv;z,
Seuenly eveioticd] . Selucluled poraeplotemment whom tarimg wn veplaced.

Azw

EXTERNAL INSPECTION

29. CONDITION OF BOILERS, VESSELS AND PLANT {Describy fully and stale locatio Y COMOLion, !eakages evidance of averhealing, soat or othe des!mcbm
accumulations, or safety or ASME/NS viclations, eic.) Cm}mgcpz @Mv;d Cﬁ rQP AN GXS' /” er¥L ﬁ ¢ éé / 5 g |
“To ;: Goge g ésy Frozen 1w open pocilisn. . Gilass Corers INS5I09 froms Gas high o low

VES5 e Caﬁm,;.@,mq_, Front v rerv Guaun 9 Lot/ 0 10bbeceloms of. Corvosion , Gy foor ng oy
bm‘hmg SC\M UQQJ_{M Rreninne ot un accondhmee. cthf, A Mg.

30. SETTINGS, LININGS, SUPPORTS AND BAFFLES '

. INSRECTION OF SAFETY DEVICE
2826 [fo -2 [ 33.ToTAL caPACITY

Number: Z. CFM: BTU/HR: LBMHR: 20583
38. ?_?RECTION TAKEN (if none give reason)

31. SAFETYIRELIEF

34. CONDITION AND HOW TESTED
VALVES

Net Fested Lo 1df .

35. PRESSURE

GAGES e ﬂijﬂaﬂo‘{ i -
a%. oTHER 38. CONDITION

Rertiances poce Yl Jankn,
39. REGULATORS | 40, colofrion ’

AND

CONTROLS
41. ASME CODES

Does oes plant comply with cade, welding, materials, configuration, ete?
AF122Z REV 2/02

-~ -C(t tfl“;‘l, ./(-/.&'LILOJL &-(‘lm:n;»{g\.ﬂw /V\’lms 9—/(1/-1}) 9 Cneas !

Yes [ I No (Expiein)




INSPECTOR STATEMENT
42 WAS BOILER OR VESSEL PREPARED FOR THOROUGH EXAMINATION {if NO, state what was not and why In Remarks and Recommendations of Inspecior)

[Z] Yes |:| No

43. WAS BOILER OR VESSEL ENTERED FOR THE INSPECTION (if NO. stale what was nof and why in Remarks and Recommendations of Inspecior. }

EX] Yes |:| No

REMARKS AND RECOMMENDATIONS OF THE INSPECTOR
44. LIST ALL DEFICIENCIES TO BE CORRECTED OR REPAIRED (Use a continualion sheet if necessary.)

@ Replane g@m 4+ covend 0w high amd low prisince goo conlnollos

& Roth Vmﬂ%mw@e@.wd'waﬁkdm@&w Mawp. Thiy p am
me Asme G, orle @33 the Unlnes musd be et b spon af MMM Lbisslor

WA P (-L%v—pe% (250 /)éI %ﬂ/ﬂﬂ%a ;ﬂ%//ﬂé

43, WPE OR PRINT N?f OF INSPECTOR
2

QLN./O

Gzt
458 SIGNATURE (:jpzron 45B, DATE OF SIGNATURE 45C. INSPECTOR'S NATIONAL BOARD NO.
x.f{ 09 (Dt 03 3107

48/ PRINT NAME AND mg‘;’]oF REPF@&'ENTAWE ACCOMPANYING INSPECTOR

J ok Ha 1/0}‘ LS e ipns

4BA_ SlGN.ATURE 46B. DATE QF SIGNATURE 46C. REPRESENTATIVE'S TELEPHONE NUMBER,
i %%ZQLIA )O-2F~p Z

ACTION TAKEN ON RECOMMENDATIONS

47. DATE AND ACTION TAKEN OR TQ BE TAKEN

48. TYPE OR PRINT NAME, TITLE AND GRADE OF OFFICER IN CHARGE

49, SIGNATURE OF OFFICER IN CHARGE 50, DATE OF SIGNATURE

AF1222 REV 2/02

NGB 1676 ‘



BOILER OR PRESSURE VESSEL 1. TYPE OF INSPECTION

INSPECTION REPORT Internal and Extemal MsAa Jva
Internal/External with Hydrostatic Test (same day) OB [Qve
External Undar Operation OBc QOvec

HSBCT CONTRACT NUMBER External Undar Hydrostatlc Test OB Dvo

Expanslon/Recsliver Tank or Internal with UT OOBE [JvE

2 INSTALLATION 2A CITY 3. STATE 4. ZIP CODE 5. PLANT OR BLDG.

Lo Loidon vsiy G4 | 3epp5 | B350

6. DATE OF INSPECTION

7. DATE OF LAST INSP =LTION 8, DELIVERY ORDER NO.

Neyer 1nspalid s phovn A

9. CONTRACT NO.
23 e k YN

¥

10, OBJECT 11. PLANT
Fire Tube |:| Cast iran |_—_[ Watar Tube |:| Expansion Tank El Pressure Vessel D Manned E Unmanned
11A. PRESSURE PREVIOUS INSPECTION 11B. PRESSURE THIS INSPECTION 12A_ YEAR BUILT 128, YEAR INSTALLED
30 20 1765 1965
13A. PRIMARY FUEL {Bofler) 13B. SECONDARY FUEL {Boifer; 4. DESIGN WORKING PRESSURE OR TEMPERATURE
N-Q'!'GIA-S 2 c:-n.{ ?C’ ij
15. MANUFACTURER 18. MANUFACTURER'S RATING MBTU fLBS./HR 7. NATIONAL BOARD NUMBER 18. USAF NUMBER
1
-
Cécnh)ﬁ 100% poo A7 %n 210708 74
19, US :

D Powar D Steam Heating D Process I:l Storage E HTHW Heating D Heat Exchange

(] other (Specisy;

20, METHOD OF FIRING (Boiers) 21. SAFETY/RELIEF VALVES SETTING 22. EXPLAIN IF PRESSURE CHANGED 23. PRE5SYRE GAGE TESTED
vl bunnec 30 _ Yes No

24, PURPOSE OF HYDROSTATIC TEST 25.LAST HYDROSTATIC TEST 28, HYDROSTATIC TEST

E] New |:| Retest I:I Repair Data; PSI: Yes E No Date: P3l:

STATEMENT OF BASE CIVIL ENGINEER

27. REPAIRS MADE SINCE LAST INSPECTION
m None |:| Other (Specify) I?aul’mi W\q \ r@’@nwzc. = -

INTERNAL INSPECTION
28, DESCRIBE INSPECTION FULLY {State lacation of any damage or deposits, Le., scals, greass, oif, efc.; any comrosian, pitling, grooving,

eraciking or faminafien; any
evidence of overheating, broken or loose fems, ete.} Mo (4’1 s aneant % )i Nel, b/ M

f!AM/ \..(.o’ﬂ/é//é,{d/go -
/M )\uuﬁap ./m,w W Gl 9/ i hpatils ,,(A!e/.aaé:y pyeyd é’éﬂa—d.-]fc

EXTERNAL INSPECTION

29. CONDITION OF BOILERS, VESSELS AND PLANT {Describe (ufly and state focation of any corrosion,
sccumulalions, or safaty or ASME/NG viofations, ole)

leakages, evidence of overhaating, soot or pther destructive

. No nolicotiser Oﬁ. M‘q\{clu—-.:;cb }17’( OV Lorrp it -¢_Ccuiu;4r;
Combunalomn pﬂwﬁhﬂw@u G g2 My e And gacf A il ivalr

30. SETTINGS, LININGS, SUPPORTS AND BAFFLES

Appeot s vk /ﬂm érg

INSPECTION OF SAFETY DEVICE

31. SAFETYRELEF | 32 SZE /77 13, TOTAL CAPACITY / 5‘70} 004 34. CONDITION AND H}J TESTED
VALVES Number: { CFM: BTU/HR: LB/MHR: New =~ lroidty
35. PRESSURE 38. CORRECTION TAKEN (¥ none give reason) /
GAGES \?ea‘ Wikes \('le_,f‘n(la(*{/br\e,vk)e"
37. OTHER 8. CONPITIGN
APPLIANCES Fo jﬁlw lruajmu
38, REGULATORS | 10, GonorfioN ’ ’
. T !
CONTROLS J?{—D HOALL Dﬂﬂuﬁ/(-m,n,(vm 4
41. ASME CODES ¢ -

Does plant comply with cade, welding. materials, configuration, etc?
—tn,
AF1222 REV 202

!Z| Yes D No (Expfar'ri}



INSPECTOR STATEMENT
42, WAS BOILER OR VESSEL PREPARED FOR THOROUGH EXAMINATION {If NO, sfate what was not and why In Remarks and Recommendatlons of {nspactor.)

X ves [no

43. WAS BOILER OR VESSEL ENTERED FOR THE INSPECTION {if NO, stale what was not and why in Remarks and Recommendations of inspector.)

|:|Yas m No

REMARKS AND RECOMMENDATIONS OF THE INSPECTOR
44. LIST ALL DEFICIENCIES TO BE CORRECTED OR REPAIRED (Use a continuation sheet if nacessary.)

(v Densgm/Corstranlion frevets Pl oo erday

@ (Wetlyy Jotidey M Guitint Wj”'”ﬁ

O Lurenidss requsne smplils tlnong

G Al contily requne L00ekly Gsling

€) Vodir s commedicl anto brase Crempy Wngpmadh C
Conweptisn beltven berdor amdl €mes NawZZ«.éa/ h 5
-’CLUL enh -/

@ Wirtg i1nf @)de/ﬁc&ﬂﬂj Lot cw://w}?gd me tiring Sheld le Abondena @i vevoules
T enraune Mo Cendiek b mode uth Compenends Mfm PW-/

o3l rp Al (E035).
shone, L/ le o/é{’hé el

45, TYS OR PRINT NAM INSPEGTOR

C‘J\\*.) A CV?/("
v 458. DATE OF SIGNATURE 45C, INSPECTOR'S NATIONAL BOARD NO,

- 23 Ol Qop3 8127

48./PRINT NAME ANDUATLE O AEPRESENTATIVE ACCOMPANYING INSPECTOR

_Jack N 4V ©F o terg i

404 SIGNATURE 46B. DATE OF SIGNATURE . 46C. REPRESENTATIVE'S TELEPHONE NUMBER

];éeﬂ /?@V N/6-72%-53

ACTION TAKEN ON RECOMMENDATIONS

47. DATE AND ACTICN TAKEN OR TQ BE TAKEN

48. TYPE OR FRINT NAME. TITLE AND GRADE OF OFFICER IN CHARGE

48, SIGNATURE OF QFFICER IN CHARGE 50. DATE OF SIGNATURE

AF1222 REV 2/62

IRy >0 8



BOILER OR PRESSURE VESSEL

1. TYPE OF INSPECTION

INSPECTION REPORT Internal and External Mea (QOva
Internal/External with Hydrostatle Test (same day} Oea QOve
External Undar Qperation Oesc [QOvc

HSBCT CONTRACT NUMBER External Under Hydrostatic Test Hep QOvp

Expansion/Recelver Tank or Internal with UT COBE [VE

2. INSTALLATION 2A. CITY 3. STATE 4. ZIP CODE 5. PLANT OR BLDG.

fook boondon Ly Gt | 30905 | 26700
8. DATE OF INSPECTION 7. DATE OF LAST INSP TION 8. DELIVERY ORDER NO, 9. CONTRACT NO.
23 Oct Yoo §-95-02

10, CBJECT 11. PLANT

D Fire Tube |:| CastlIron EWater Tube |:| Expanslon Tank I:l Pressure Vessel D Manned EUnmanned

11A. PRESSURE PREVIOUS INSPECTION

/S0

IGo

118, PRESSURE THIS INSPEGTION

12A. YEAR BUILT

/793

13A. PRIMARY FUEL {Boffer}

13B. SECONDARY FUEL (Boiler)

14. DESIGN WORKING PRESSURE O

128, YEAR INSTALLED

/99 ?,
TEMPERATURE

ra
Nt Gps of] /50 ps1 fentoe
15. MANUFACTURER 16. MANUFACTURER'S RATING MBTU /LB5. / HR 17. NATIONAL BOARD NUMBER 18. USAF NUMBER
3

[:"ni \i FLO}EC.J /yj yEy /ﬁlf \{Vfdd’ﬁaﬁjffﬁwﬁd' /37 _.L
18. USE
r__[ Power [ ] Steam Heating [ | Process IR Storage E HTHW Heating [ | Heat Exchange [ ] Other {Specify}
20. METHOD OF FIRING (Boifers} 21. SAFETY/RELIEF VALVES SETTING 22 EXPLAIN IF PRESSURE CHANGED 23, PRESSURE GAGE TESTED

w burnen /SO pey Yes No
24. PURPOSE OF HYDROQSTATIC TEST 25, LAST HYDROSTATIC TEST 26. HYDROSTATIC TEST
New [ | Retest [ ] Repalr Date: PSk Yes No Date: PSI:

STATEMENT OF BASE CIVIL ENGINEER

27. REPAIRS MADE SINCE LAST INSPECTION
,&None |:| Other {Speacify)

INTERNAL INSPECTION

28. DESCRIBE INSPECTION FULLY {St=te location of any damage or deposits, Le., scals, groase, ofl, efc.: any cofrasion, pitling, grooving, cracking
avidence of averheating, broken or Joose ftems, erc.)

5hoht svof depesity

or laminalion; any

Ay Sydument 1o dolin, hreatse. cpper headks é'mw

e fobes 10 Borpoce,

EXTERNAL [NSPECTION
sscribe fully and stale location of any corrosion, eakages, e

L 4 mw Catsing Conct)

Toelre £ Ll s 5;4:,4119;

29. CONOITION OF BOILERS, VESSELS AND PLANT (0
accumulations, or safely or ASME/NG viclations, ete.)

Aﬂt/éj /%"Cmé« .%9/ ///'.5:// f

%am:e of overkeating, so00t,0r orher destructive

205 RERE y%érm / v1 Csmg ) 779 Py

30, SETTINGS, LININGS, SUPPORTSANDBAFFLES,%“Z?V LS. ; /é{/ﬂ/;;/ :

INSPECTION OF SAFETY DEVICE

3. SAFETYRELIEF (92 8E [/ ¢ / y;-, . TOTALCAPACTY 53/ 1, 15 3. CONDITION ANO HOW TESTED

VALVES Number: 7 CEM: BTUMR: LB/HR: Uy 2fisl ~ e
35. PRESSURE 36. CORRECTION TAKEN (if none give reason)

GAGES Noe siystolled/
37. OTHER 38. CONDITION

APPLIANCES |/ veer ~ ok o /yﬂg with Mgt/ Feosot 7h ermemitover g, 2 low, 'a-o 3e°F
39. REGULATORS | 40, CONDITION

CONTRG 2 At‘/

LS ‘ay. Suirs (A !

41, ASME CODES 7 7

Does plant comply with sode, welding, materials, configuration, etc? IgYes D No {Expfar'ri)
AF1222 REV 2102 e



INSPECTOR STATEMENT

42. WAS BOILER OR VESSEL PREPARED FOR THOROUGH EXAMINATIOR (if NO, stale whal was not and why In Remarks and Recommendations of Inspector.)

[Xl Yas [:| No

43. WAS BOILER OR VESSEL ENTERED FOR THE INSPECTION {If MO, stale what was not and why in Remarks and Recommendations of Inspector.)

DYes Iﬂ No

REMARKS AND RECOMMENDATIONS OF THE INSPECTOR

44. LIST ALL DEFICIENGCIES TO BE CORRECTED OR REPAIRED (Use a confinualion sheet if necessary.)

0, M%U«Qﬂm ooy et | ~ ovly hamdl Nole crpanimgs sioulabd,
&) Plunh nedument Jrom lssuo hoodler~ |
() Leploen @x%WM%MWW. Inalutl &y MZ%W@M

) wight potibsn

(B Zoadnll presbunt §oge o i varge of & -900 psi

45, TYPE OR PRINT NAME OF INSPECTOR

o /‘lt er <t An duN AL

4WVPE€5TOR ad
&Aﬂﬂfﬂﬂr/

458, DATE OF SIGNATURE

280 S0

45C. INSPECTOR'S NATIONAL BOARD NO.

Fio?

{ﬁyimm NAME ANI{ TIYLE OF REPEESENTATIVE ACCOMPANYING INSFECTOR

Jack KHoves Ferears o’

48A, SIGNATURE

468. DATE OF SIGNATURE

)6 -23-0 3

46C. REPRESENTATIVE'S TELEPHONE NUMBER

7&// 7?7@}5&@4’-—«

A7. DATE AND ACTION TAKEN OR TO BE TAKEN

ACTION TAKEN ON RECOMMENDATIONS

48. TYPE OR PRINT NAME, TITLE AND GRADE OF QFFICER IN CHARGE

49. SIGNATURE OF OFFICER IN CHARGE

50, DATE OF SIGNATURE

AF1222 REV 202

NB /37



